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BASEMENT FLOOR AND

FOUNDATION PLAN

VAPHS UNIVERSITY DRIVE
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PLAN  NOTES

1. TOP OF SLAB ON GRADE EL. = 1146' - 10 5/8".

2. SLAB ON GRADE SHALL BE 5" THICK REINFORCED
    WITH 6X6-W2.9XW2.9WWF OVER VAPOR BARRIER
    AND COMPACTED GRANULAR FILL.

3. CONTRACTION JOINTS IN SLABS ON GRADE SHALL
    BE LOCATED ON COLUMN LINES AND BETWEEN
    COLUMN LINES WHERE NECESSARY IN BOTH
    DIRECTIONS SO AS NOT TO EXCEED
    JOINT SPACING OF 16'.

4. EXTENT / OR LOCATION OF FLOOR DEPRESSIONS
    SHALL BE COORDINATED WITH ARCH. DRAWINGS.

5. GENERAL CONTRACTOR TO COORDINATE ALL
    DIMENSIONS AND ELEVATIONS WITH THE DRAWINGS
    OF OTHER DISCIPLINES AND RESOLVE ANY
    DISCREPANCIES IN WRITING WITH THE ARCHITECT
    AND ENGINEER PRIOR TO PLACING CONCRETE.

ESTIMATES OF ROCK EXCAVATION QUANTITIES

                                                                  BULK ROCK                  TRENCH ROCK
                                                                 EXCAVATION                   EXCAVATION
                                                                                                      (FTGS., PITS, PIPING)

BASE BID.....................................................  5510 CY  ..........................  342 CY

ADDITIONAL WITH BASEMENT
ADD ALTERNATE.......................................  2170 CY  ............................  26 CY

(FOR BIDDING PURPOSES ONLY)

FOUNDATION SYMBOL LEGEND

(X'-XX")

FOOTING MARK,
SEE FOOTING SCHEDULE

(X'-XX")

FOOTING MARK,
SEE FOOTING SCHEDULE

(X'-XX")

PILE CAP MARK,
SEE PILE CAP SCHEDULE

(X'-XX")

FOOTING MARK,
SEE FOOTING SCHEDULE

(X'-XX")

FOOTING MARK,
SEE FOOTING SCHEDULE

(X'-XX")

PILE CAP MARK,
SEE PILE CAP SCHEDULE

F6.0
(X'-XX")

FOOTING MARK,
SEE FOOTING SCHEDULE

TOP OF FOOTING ELEVATION

CONCRETE FOOTING

STEEL COLUMN,
SEE COLUMN SCHEDULE

SPREAD FOOTING LEGEND

NOT IN CONTRACT

1 Amendment 10 12/23/2010
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